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Volume with 
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Containment 

Volume of 
Containment 
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Remarks/ Comments

Gallons Cubic Yards Gallons Cubic Yards Gallons Gallons Gallons Cubic Yards Gallons Gallons Gallons Cubic Yards Gallons Gallons Cubic Yards Gallons Gallons Gallons Square Feet Gallons

Area 4A 147,037 728 1,000 55 0.27 55,000 5,500 14 10,503 52 147,037 14,704 14 10,503 52 147,037 19,662 97 19,662 27,931 27,931 7,580 8,269
Area 4B 42,011 208 240 55 0.27 13,200 1,320 10 2,020 10 20,197 2,020 4 10,503 52 42,011 2,347 11 2,347 3,242 3,242 820 895
Area 4C 42,011 208 240 55 0.27 13,200 1,320 10 2,020 10 20,197 2,020 4 10,503 52 42,011 2,247 11 2,247 3,120 3,120 800 873
Area 4D 21,005 104 120 55 0.27 6,600 660 10 606 3 6,059 606 2 10,503 52 21,005 703 3 703 1,139 1,139 400 436
Area 4E 21,005 104 120 55 0.27 6,600 660 10 606 3 6,059 606 2 10,503 52 21,005 622 3 660 1,096 1,058 400 436

201,974 1,000 1,720 55 0.27 94,600 199,550 201,974 36,528 36,490 10,000 10,909

Area 5A 21,005 104 280 55 0.27 15,400 1,540 12 808 4 9,695 969 2 10,503 52 21,005 1,586 7 1,586 2,677 2,677 1,000 1,091
Area 5B 21,005 104 160 55 0.27 8,800 880 12 808 4 9,695 969 2 10,503 52 21,005 884 4 969 2,060 1,975 1,000 1,091
Area 5C 21,005 104 220 55 0.27 12,100 1,210 12 808 4 9,695 969 2 10,503 52 21,005 1,261 6 1,261 2,352 2,352 1,000 1,091
Area 5D 42,011 208 460 55 0.27 25,300 2,530 12 2,020 10 24,237 2,424 4 10,503 52 42,011 2,584 12 2,584 4,766 4,766 2,000 2,182
Area 5E 42,011 208 580 55 0.27 31,900 3,190 12 2,020 10 24,237 2,424 4 10,503 52 42,011 3,431 16 3,431 5,613 5,613 2,000 2,182
Area 5F 21,005 104 300 55 0.27 16,500 1,650 12 808 4 9,695 969 2 10,503 52 21,005 1,675 8 1,675 2,766 2,766 1,000 1,091
Area 5G 21,005 104 150 55 0.27 8,250 825 12 808 4 9,695 969 2 10,503 52 21,005 849 4 969 2,060 1,940 1,000 1,091
Area 5H 21,005 104 190 55 0.27 10,450 1,045 12 808 4 9,695 969 2 10,503 52 21,005 1,083 5 1,083 2,174 2,174 1,000 1,091

201,974 1,000 2,340 55 0.27 128,700 106,642 201,974 24,469 24,263 10,000 10,909 based on individual containment areas (6.)
201,974 1,000 2,900 55 0.27 159,500 15,950 19 10,503 52 199,550 18 10,503 52 189,048 30,762 152 30,762 41,671 41,671 10,000 10,909 based on perimeter containment area (7.)

Area #1 42,011 208 300 55 0.27 16,500 1,650 4 4,039 20 16,158 1,616 4 10,503 52 42,011 4,739 23 4,739 6,261 6,261 1,395 1,522
Area #2 126,032 624 1,200 55 0.27 66,000 6,600 12 10,503 52 126,032 12,603 12 10,503 52 126,032 13,084 64 13,084 18,544 18,544 5,005 5,460

Sub-Total Apron Area 161,579 800 1,500 55 0.27 82,500 142,190 168,042 24,805 24,805 6,400 6,982
Area #3 21,005 104 0 0 0.00 0 0 1 10,503 52 10,503 1,050 2 10,503 52 21,005 10,839 53 10,839 12,118 12,118 1,173 1,280
Area #4 31,508 156 0 0 0.00 0 0 0 0 0 0 0 3 10,503 52 31,508 3,213 15 3,213 4,982 4,982 1,622 1,769
Area #5 52,513 260 0 0 0.00 0 0 5 10,503 52 52,513 5,251 2 10,503 52 21,005 13,714 67 13,714 16,150 16,150 2,233 2,436
Area #6 31,508 156 0 0 0.00 0 0 3 10,503 52 31,508 3,151 2 10,503 52 21,005 14,727 72 14,727 17,160 17,160 2,230 2,433
Area #7 94,524 468 0 0 0.00 0 0 9 10,503 52 94,524 9,452 9 10,503 52 94,524 37,106 183 37,106 43,620 43,620 5,971 6,514 upto el 68.33' - bulk only
Area #8 94,524 468 0 0 0.00 0 0 9 10,503 52 94,524 9,452 9 10,503 52 94,524 37,475 185 37,475 43,628 43,628 5,640 6,153 upto el 68.33' - bulk only 
Area #9 21,005 104 80 0 0.00 0 0 0 0 0 0 0 2 10,503 52 21,005 454 2 454 3,739 3,739 3,011 3,285 upto 66.75'

Sub-Total Remaining Area 282,764 1,400 80 55 0.27 0 27 283,572 29 304,577 141,397 21,880 23,870
Total - Stabilization Facility 444,343 2,200 1,580 55 0.27 82,500 425,761 472,619 166,203 28,280 30,851

210,053 1,040 1,200 55 0.27 66,000 6,600 20 10,503 52 210,053 21,005 20 10,503 52 210,053 59,015 292 0 0 0 0 0

14,138 70 120 55 0.27 6,600 660 11 606 3 6,665 667 1 14,138 70 14,138 705 3 705 1,545 1,545 770 840

 Truck Unloading Apron # 2 
(located adjacent to the 
Containment Building, 
Stabilization Portion)

14,138 70 120 55 0.27 6,600 660 11 606 3 6,665 667 1 14,138 70 14,138 705 3 705 1,545 1,545 770 840

Area No. 1 14,138 70 120 55 0.27 6,600 660 6 1,616 8 9,695 969 1 14,138 70 14,138 1,865 9 1,865 3,125 3,125 1,155 1,260
Area No. 2 14,138 70 120 55 0.27 6,600 660 6 1,616 8 9,695 969 1 14,138 70 14,138 1,814 8 1,814 3,074 3,074 1,155 1,260

Area No. 3 14,138 70 120 55 0.27 6,600 660 6 1,616 8 9,695 969 1 14,138 70 14,138 1,947 9 1,947 3,177 3,177 1,128 1,230

42,415 52 360 55 0.27 19,800 29,084 3 14,138 70 42,415 9,376 3,438 3,750

662,475 3,280 0 0 0.00 0 0 0 0 0 0 0 82 8,079 40 662,475 0 0 0 0 0 0 0 (5.)

Total - Container Storage Built 1,130,000 5,595

Mixing Bin Tank No. 3 (Permit Limit) 12,000 226 0 0 0 0 0 1 12,000 59 12,000 1,200 1 45,646 226 45,646 12,000 59 12,000 12,000 45,135 0 0 (9.)
Mixing Bin Tank No. 3 (Tot. Capacity) 60,996 302 0 0 0 0 0 1 60,996 302 60,996 6,099 1 60,996 302 60,996 60,996 302 60,996 N/A N/A 0 0 (9.)
Mixing Bin Tank No. 4 (Permit Limit) 12,000 226 0 0 0 0 0 1 12,000 59 12,000 1,200 1 45,646 226 45,646 12,000 59 12,000 12,000 45,135 0 0 (9.)

Mixing Bin Tank No. 4 (Tot. Capacity) 60,996 302 0 0 0 0 0 1 60,996 302 60,996 6,099 1 60,996 302 60,996 60,996 302 60,996 N/A N/A 0 0 (9.)
Containment Building (Debris 
Treatment Portion)(4 )

Sort Floor No. 1 18,178 90 120 55 0.27 6,600 660 10 808 4 8,079 808 1 18,178 90 18,178 875 4 875 875 875 0 0 upto el 100'-0"
Sort Floor No. 2 18,178 90 120 55 0.27 6,600 660 10 808 4 8,079 808 1 18,178 90 18,178 853 4 853 853 853 0 0 upto el 100'-0"
Sort Floor No. 3 18,178 90 120 55 0.27 6,600 660 10 808 4 8,079 808 1 18,178 90 18,178 853 4 853 853 853 0 0 upto el 100'-0"

Bldg Floor Below Elev 100'-0" 16,158 80 152 55 0.27 8,360 836 10 808 4 8,079 808 2 8,079 40 16,158 875 4 875 875 875 0 0 not including the sort floors
Bldg Floor From Elev 100'-0" to Elev 100'-6" 210,053 1,040 1,048 55 0.27 57,640 5,764 20 10,503 52 210,053 21,005 20 8,079 40 161,579 42,703 211 42,703 42,703 42,703 0 0 not including the sort floors

252,468 1,250 1,560 55 0.27 85,800 242,369 232,270 46,159 0 0
Total - Containment Building (Debris Portion) w/ Mixing Bin Tanks 250,211 1,724 242,132 299,729
Total - Containment Building (Debris Portion) with Excavator Ramps 45,135

Mixing Bin Tank No. 1 22,390 111 0 0 0.00 0 0 1 22,390 111 22,390 2,239 1 22,390 111 22,390 22,390 111 22,390 22,390 22,390 0 0 upto el 97.33' with free board
Mixing Bin Tank No. 1 25,993 129 0 0 0.00 0 0 1 25,892 128 25,593 2,559 1 25,993 128 25,993 25,993 128 25,993 25,993 25,993 0 0 upto el 99.33' without free board

Floor only upto el 99.58' 80,790 400 60 55 0.27 3,300 330 1 4,039 20 4,039 404 10 8,079 40 80,790 4,275 21 4,275 4,275 4,275 0 0 from el 97.33' upto el 99.58'
Floor only upto el 100.0' 80,790 400 200 55 0.27 11,000 1,100 5 6,059 30 30,296 3,030 10 8,079 40 80,790 6,926 34 6,926 6,926 6,926 0 0 from el 97.33' upto el 100.0'
Floor only upto el 100.5' 105,027 520 400 55 0.27 22,000 2,200 10 10,503 52 105,027 10,503 10 8,079 40 80,790 14,503 71 14,503 14,503 14,503 0 0 from el 97.33' upto el 100.5'
Mixing Bin Tank No. 2 21,632 107 0 0 0.00 0 0 1 21,632 107 21,632 2,163 1 21,632 107 21,632 21,632 107 21,632 21,632 21,632 0 0 upto el 97.33' with free board
Mixing Bin Tank No. 2 25,198 125 0 0 0.00 0 0 1 25,198 124 25,198 2,520 1 25,198 124 25,198 25,198 124 25,198 25,198 25,198 0 0 upto el 99.33' without free board

Floor only upto el 99.58' 80,790 400 60 55 0.27 3,300 330 1 4,039 20 4,039 404 10 8,079 40 80,790 4,262 21 4,262 4,262 4,262 0 0 from el 97.33' upto el 99.58'
Floor only upto el 100.0' 80,790 400 200 55 0.27 11,000 1,100 5 6,059 30 30,296 3,030 10 8,079 40 80,790 7,054 34 7,054 7,054 7,054 0 0 from el 97.33' upto el 100.0'
Floor only upto el 100.5' 105,027 520 400 55 0.27 22,000 2,200 10 10,503 52 105,027 10,503 10 8,079 40 80,790 15,268 75 15,268 15,268 15,268 0 0 from el 97.33' upto el 100.5'

260,844 1,293 800 55 0.27 44,000 260,844 212,770 80,962 0 0

494,836 2,450 2,360 55 0.27 129,800 503,213 445,040 127,121 0 0

1.75

1.    Wastes with Codes F020, F021, F022, F023, F026 and F027 will be stored following the procedures for Wastes with Free Liquids.
2.    The number and size of typical containers is for example only.  For materials with free liquids,  the maximum size of the container is as listed in the column titled "Volume of Largest Container with Free Liquids."

6.    Totals are for compatibility between the areas within the unit unless noted.

3.    Design volume for rainfall is based on an intensity for a 25 year, 24 hour storm event = inches
4.    Enclosed unit with run-on controls, therefore rainfall volume not included for  containment volume calculations.
5.    Wastes with Codes F020, F021, F022, F023, F026 and F027 will not be stored in these units.  See Appendix D.4.9.

Total - Containment Building (Stabilization Portion) 

Total - Containment Building Storage Available

Footnotes:

Total - Containment Building (Debris Portion) w/ Sort Floors

Containment Building 
(Stabilization Portion) (4.)

Total - Truck Unloading Apron #3

Container Storage Area 1 (CSA #1)

Total - Container Storage Pad 5

Stabilization Facility

 RCRA/PCB Storage Building (4.)(8.)

 Truck Unloading Apron # 1 
(located adjacent to the 
Containment Building, 
Stabilization Portion)

 Truck Unloading Apron #3 
(located adjacent to the 
Containment Building, Debris 
Portion)

Container Storage Pad 4        
(CSP #4)

Total - Container Storage Pad 4

Container Storage Pad 5       (CSP 
#5)

Typical Size of 
Containers 

Largest Container with 
Free Liquids

Non-Bulk Containers with Free Liquid (1.) Bulk Containers with Free Liquid (1.) Non-Bulk/Bulk Containers without Free Liquid

Total - Container Storage Pad 5

CONTAINER MANAGEMENT UNITS
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By Area & Unit

Typical Size of 
Containers (2.)

Typical Size of 
Containers (2.)

Greater Value   
of Largest 
Container 

Volume or 10% 
of Total Volume 

of Typical 
Containers

Surface Area 
of Storage 

Area

Design 
Volume 

for 
Rainfall 

(3.)



USEI Part B Permit
EPA ID. No.: IDD073114654

Revision Date: November 2, 2006

8.   For non-liquids only (RCRA portion), TSCA regulates liquid storage in PCB portion
9.   Mix Bin Tank Nos. 3 and 4 have a permitted capacity for liquid waste management of 12,000 gallons each.  The capacities for waste without free liquids is 226 cubic yards each.

7.    Totals are without compatibility between the areas within the unit.


